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ELECTRIC IGNITION IS APPROVED FOR USE
ON NATURAL GAS AND PROPANE

1FLAMEROD HIGH VOLTAGE

LEAD TO PILOT J I IORANGE

n
1 GROUND WIRE > 105’C TERMDPLASTIC

INSULATED WIRE 14GA.

2 24V WIRE . 105-C, 18GA. SOLID OR
STRANDED.

3 FLAMEROD IGNITION LEAD WIRE :
DO NOT RUN IN CONTINUOUS CONTACT
WITH A METAL SURFACE.

4 LINE VOLTAGE WIRE i 105*a 14GA.
SOLID DR STRANDED.

PV

7GAS VALVE
MV

^ SPILL SWITCH MUST BE MOUNTED TO
DRAFTHDOD AND CONNECTED TO FACTORY
SUPPLIED WIRING BEFORE OPERATING BOILER.

PROVIDE APPROVED DISCONNECT MEANS AND OVERLOAD
PROTECTION AS REQUIRED BY LOCAL CODES.
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