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PROPOSED NEW LOACTION FOR
HIGH LIMIT AQUASTAT (12-28-2021)
Note- 
Change From Clamp-On to Immersion Probe

Replace Existing 1" NPT Tee
With 4-Way Cross

Proposed Changes Shown In Dark Blue


