SUMMARY OF HEAT LOSS CALCULATIONS

Company: Muncy Homes, a Division of Muncy Homes, Inc.
Job Number - 12558-700

DTD= 80°

Floor Insulation: R-30

Wall Insulation: 2x6 With R-21

Roof/Ceiling Insulation: R-51

Type of Glazing: Low E

Total Heat Loss= 21521 BTUH

Total KW Rating= 6.3 KW

See Calculations Sheet(s) For Individual Room Requirements.




Job Number - 12558-700

Company: Muncy Homes, a Division of Muncy Homes, Inc.

Type of Heat: Electric or Non-Electric

Room: Br 1
Glazing
Doors

Net Wall
Floor
Roof/Ceiling

Floor/Ceiling Assembly

Infiltration
Total Heat Loss

(206 x 4.32)
(165 x 2.96)
(165 x2)

(165 x 8 x .96)

Required Wattage (Electric B.B. Only ). Watts=293 x BTUH
Required Hot Water B.B. Heat, 550 BTUH/Lin. Ft. @ 1 Gal/Min @ 180° F

Room: Lr
Glazing
Doors

Net Wall
Floor
Roof/Ceiling

Floor/Ceiling Assembly

Infiltration
Total Heat Loss

(21.64 x 28)
(216 x 4.32)

(220 x 2.96)
(220 x 2)

(220 x 8 x .96)

Required Wattage (Electric B.B, Only ). Watts=.293 x BTUH
Required Hot Water B.B. Heat, 550 BTUH/Lin. Ft. @ 1 Gal/Min @ 180° F

Room: Br 3
Glazing
Doors

Net Wall
Floor
Roof/Ceiling

Floor/Ceiling Assembly

Infiltration
Total Heat Loss

(206 x 4.32)
(165 x 2.96)
(165 x 2)

(165 x 8 X .96)

Required Wattage (Electric B.B. Only ). Watts=.293 x BTUH
Required Hot Water B.B. Heat, 550 BTUH/Lin. Ft. @ 1 Gal/Min @ 180° F

Room: Br 2
Glazing
Doors

Net Wall
Floor
Roof/Ceiling

Floor/Ceiling Assembly

Infiltration
Total Heat Loss

(190 x 4.32)
(138 x 2.96)
(138x2)

(138 x 8 x .96)

Required Wattage (Electric B.B. Only ). Watts=293 x BTUH
Required Hot Water B.B. Heat, 550 BTUH/Lin. Ft. @ 1 Gal/Min @ 180° F

Loss (BTUH)
0
0
890
488
330
0

1267

2975 BTUH
872 Watts

5.41 Lin. Ft.

Loss (BTUH)

0

606

933

651

440

0

1690

4320 BTUH

1266 Watts
7.85 Lin. Ft,

Loss (BTUH)
0
0
- 890
488
330
0
1267

2975 BTUH

872 Watts
5.41 Lin. Ft.

Loss (BTUH)
0
0
821
408
276
0

1060

2565 BTUH
752 Watts
4.66 Lin. Ft.




Job Number - 12558-700 Company: Muncy Homes, a Division of Muncy Homes, Inc.

Type of Heat: Electric or Non-Electric

Room: Bath 1

Glazing

Doors

Net Wall (40 x 4.32)

Floor (69 x 2.96)

Roof/Ceiling (69x2)

Floor/Ceiling Assembly

Infiltration (69 x 8 x.96)

Total Heat Loss

Required Wattage (Electric B.B. Only ). Watts=.293 x BTUH
Required Hot Water B.B. Heat, 550 BTUH/Lin. Ft. @ 1 Gal/Min @ 180° F

Room: Kit/Dr/Bath 2

Glazing ©(7.83 x 26.4)
Doors (19.36 x 28)
Net Wall (283 x 4.32)
Floor (344 x 2.96)
Roof/Ceiling (344 x 2)
Floor/Ceiling Assembly

Infiltration (344 x 8 x 1.44)
Total Heat Loss

Required Wattage (Electric B.B. Only ). Watts=.293 x BTUH
Required Hot Water B.B. Heat, 550 BTUH/Lin. Ft. @ 1 Gal/Min @ 180° F

Room:

Glazing

Doors

Net Wall

Floor

Roof/Ceiling

Floor/Ceiling Assembly

Infiltration

Total Heat Loss

Required Wattage (Electric B.B. Only ). Watts=.293 x BTUH
Required Hot Water B.B. Heat, 550 BTUH/Lin. Ft. @ 1 Gal/Min @ 180° F

Room:

Glazing

Doors

Net Wall

Floor

Roof/Ceiling

Floor/Ceiling Assembly

Infiltration

Total Heat Loss

Required Wattage (Electric B.B. Only ). Watts=.293 x BTUH
Required Hot Water B.B. Heat, 550 BTUH/Lin. Ft. @ 1 Gal/Min @ 180° F

Total Heat Loss=
Total KW Rating=

Loss (BTUH)
0

0
173
204
138

0
530

1045 BTUH

306 Watts
1.9 Lin. Ft.

Loss (BTUH)
207

542
1223
1018

688

0

3963

7641 BTUH
2239 Watts

13.89 Lin. Ft.

Loss (BTUH)
0

c o o oo

0

0 BTUH
0 Watts
0 Lin. Ft,

Loss (BTUH)
0

o o o oo

0
0 BTUH
0 Watts
0 Lin. Ft.
21521 BTUH
6.3 KW




