AIR VENT

x

" —— FROM ADDITIONAL ZONES NOTES:
i 1. CHECK ZONE VALVE MANUFACTURER’S INSTRUCTIONS
|—pkj———— FROM ZONE 2 PRIOR TO INSTALLATION. SOME ZONE VALVES DO NOT TO TO
WORK IN THE VERTICAL POSITION AS SHOWN. ZONE 1 ZONE 2
lleapkq. o FROM ZONE 1
PURGE SHUT—OFF
AIR VENT
VALVE VALVES 1 1 BALANCING VALVE
' , . AIR SCOOP
BOILER 1B ZONE VALVE
BYPASS (IF CONVENTIONAL
LINE AR SCOOP IS USED) THERMOMETER REDUCER
(IF REQUIRED) SYSTEM
BYPASS i ﬁ) 1% CIRCULATOR
VALVE == ®I ()
T 13 BALL VALVE Tas Ftd
FULL PORT —~—
A ( ) ok kg L1 S WATER ‘ ADDITIONAL
PRESSURE  SHUT—OFF  CHECK VALVE SUPPLY ZONES
SHUT—OFF S\l/JAPL%Y REDUCING VALVE (F REQUIRED)
VALVE VALVE X SHUT—OFF
%ﬂf\% EXPANSION s
TANK CHECK VALVE
el | ey Aitsce o
SUPPLY =
RETURN I | . A @ (DHW)
£ = FROM INDIRECT DOMESTIC l I CIRCULATOR
PF;%SL%JFRE %/SUPPLY PIPING WATER HEATER (IF USED) = =
VALVE A & (BY INSTALLER)

PIPE WITHIN 67
OF FLOOR OR
DRAIN

|

SHUT—~OFF
VALVE

INDIRECT DOMESTIC
WATER HEATER

(IWH)




