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For:
Wilmette, IL-60677 60091

Design Information

Htg Clg Infiltration
Outside db (°F) -1 88 Method Simplified
Inside db (°F) 70 75 Construction quality Average
Design TD (°F) 71 13 Fireplaces 0
Daily range - M
Inside humidity (%) 50 50
Moisture difference (gr/Ib) 52 35
HEATING EQUIPMENT COOLING EQUIPMENT
Make Make
Trade Trade
Model Cond
AHRI ref no. Coil
AHRI ref no.
Efficiency 80 AFUE Efficiency 0 SEER
Heating input 0 Btuh Sensible cooling 0 Btuh
Heating output 0 Btuh Latent cooling 0 Btuh
Temperature rise 0 °F : Total cooling 0 Btuh
Actual air flow 2295 cfm
Air flow factor 0.021 cfm/Btuh Air flow factor 0.044 cfm/Btuh
Static pressure 0 inH20 Static pressure 0 inH20
Space thermostat Load sensible heat ratio 0.95
ROOM NAME Area Htg load Clg load Htg AVF Clg AVF
(ft?) (Btuh) (Btuh) (cfm) (cfm)
Bedroom 1.1 212 3586 1872 76 83
Library 175 4862 2196 103 98
Living 263 4067 2458 86 109
Dining 250 351 2224 74 99
Bath 1.1 91 1565 1300 33 58
Bedroom 1.2 200 5747 3212 122 143
Stairt.1 42 790 206 17 9
Butlers Pantry 48 1255 825 27 37
Hall 1 221 34 21 1 1
Breakfast Room The only rooms in fone 2, 106 7972 6247 169 278
Family Room  the problem zone 358 16498 10517 349 468
Bedroom 2.1 189 6399 4755 135 212
Bedroom 2.0 380 9978 5551 21 247
Bath 2 98 4558 3866 96 172
Hall 137 6117 2857 129 127
Closet 2 25 1214 625 26 28
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basement is not heated now, hope to add heat soon
Basement —— 2182 29100 2130 818 a5
33

J‘Kﬂm 210 1207 732 26
Entire House d 5187 108459 - 51592 2295 2295
Other equip loads 0 0 . .
Equip. @ 093 RSM 47980
Latent cooling . 2443
TOTALS 5187 108459 50424 2295 2295
kitchen has only 3 feet of external wall ’ 03‘1’;1 } }f{
exposure, gets heat from Breakfast Room ;[ ‘7 0100 A ¢
;, —

totals less basement
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