® V. Piping and Trim (continued)

STEAM SUPPLY MAIN — SLOPE DOWN FROM
HIGH POINT ABOVE BOILER AND DRIP ENDS
OF MAINS INTO WET RETURN — LOW POINT
OF SUPPLY MAIN TO BE NOT LESS THAN 28"
ABOVE WATER LINE

MINIMUM PIPE SIZE

IN3/IN4/ING/ING | IN7/INB | IN9/INTO/INT1/IN12 SUPPLY MAIN TO BE TAKEN OFF TOP OF
HEADER VERTICALLY OR AT A 45 ANGLE
A 2% 2 2
(B) 2 3 3
(C) 1-1/2 1-1/2 2
OIEEZ 1-1/4 1-1/2

** SECOND 2" SUPPLY RISER OPTIONAL. OPENING
MUST BE PLUGGED IF IT IS NOT USED.
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Figure 22: Steam Boiler Piping (Minimum)

Failure to pipe boiler as specified in this manual may result in excessive system noise, water line fluctuations and water carry over.
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