Job name

Wholesaler

IBR Heat Loss Calculation# 208287 02/06/17

:BELFORE

:FW WEEBB

Prepared by :SAM H
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F.W. Webb Company

Job Location :

Contractor

Job remarks :

ROOM SIZE
8X 13X
8X 10X
8X 6X
8Xx X
8X 10X
8X 13X
8X 10X
8X 10X

BTU CALCULATIONS HAVE BEEN INCREASED 20%

DIMENSTONAL DATA

5Q.FT
RM. # NET WALL

TOTALS

191
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5Q.FT
GLASS
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20

7

o)
30
53
50
29

BTU HEAT LOSS DATA

RM. #

TOTALS

% OF TOT.

WALL LOSS

1337
980
344
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GLASS

1977.50
1582.00
664 .44

0.00
2373.00
4192.30
3955.00
2293.90

17038.14
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SQ.FT
EXP CEIL

182
100

36
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CETLING

1401.40
770.00
332.64
184 .80
847.00
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1078.00

1232.00

7747.74
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11
19
14
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TO ALLOW FOR EXTRA HEAT IN BATHROOM

BTU LOSS

7697.06
4970.00
1903.94
427.28
£987.80
10003.14
8320.20
6246.10

45625.52

:BELFORE

76.10
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BTU
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SQ.FT CU.FT S0.FT
EXP FLR VOLUME LIV.AREA
182 1456 182
100 800 100
36 288 36
24 192 24
110 B8O 110
247 1976 247
140 1120 140
160 1280 160
999 7992 599
FLOOR INFILTRATION TOTAL
1146.60 1834.56 7697.
630.00 1008.00 4970.
272.16 290.30 1903
i51.2¢0 161.28 497,
693.00 1108.80 5987.
1556.10 1659.84 10003.
882.00 1411.20 8320.
1008.00 1075.20 6246.
6339.06 8549.18 45625.
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F.W., Webb Company

IBR Heat Loss Calculation# 208287 02/06/17 Page: 2
Job name : BELFORE Job Location :
Wholesaler :FW WEBB Contractor +BELFORE
Prepared by :S8AM H Jok remarks :

THE AVERAGE BTU PER SQ.FT. CF LIVING AREA IS 45.67
THE AVERAGE BTU PER CU.FT. OF LIVING AREA IS 5.71
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FACTORS USED IN CALCULATION

BTU\FT
FACTOR #  WALL GLASS CEILING FLOOR INFILT. OUTPUT  TEMP
2.00 0.10 1.13 0.11 0.09 0.18 600 70
3.00 0.10 1.13 0.11 0.09 0.18 600 70
4.00 0.10 1.13 0.11 0.09 0.12 600 70
5.00 0.10 1.13 0.11 0.09 0.12 500 70
6.00 0.10 1.13 0.11 0.09 0.18 600 70
7.00 0.10 1.13 0.11 0.09 0.12 600 70
8.00 0.10 1.13 0.11 0.09 0.18 600 70
9.00 0.10 1.13 0.11 0.09 0.12 600 70



