
Table 1

10 1 2 3 4 5 6 7 8 9 11 12 13

Main #1 (50 ft.) 1st, 2nd, 
3rd 
Floor

Runout 
pipe 
diameter

Pipe Air 
(per linear 
ft.)

Runout 
pipe 
length

Pipe air in 
cubic ft. 
(column 2*3)

Cubic ft air 
per EDR of 
radiator

EDR of 
radiator 

Radiator Air 
(cu. ft.) 
(column 5*6)

Rad + pipe 
in cubic ft. 
(column 4+7)

total air/3 
minutes 
(column 8/3)

Existing vent Required 
vent

Should it 
be this?

Main #2 (23 ft)

Dining Room 1st 1.25 0.01 6 0.06 0.025 64 1.6 1.66 0.55 Gorton 4 Gorton D Gorton C

Sun Room 1st 1.5 0.014 7.5 0.105 0.025 64 1.6 1.705 0.57 Setting 4  
Dole-a-matic 
Super 1933

Gorton D Gorton C

Living Room 1st 1.25 0.01 11.5 0.115 0.025 44 1.1 1.215 0.41 Setting 5 
Dole-a-matic 
Super 1933

Gorton C Gorton 6

Foyer 1st 1.25 0.01 8.5 0.085 0.025 49 1.225 1.31 0.44 Setting 3  
Dole 1A 
(varivent)

Gorton C Gorton 6

Kitchen 1st 1.25 0.01 14 0.14 0.008 32 0.256 0.396 0.13 Min setting 
Heat Timer 
Varivalve

Gorton 6 Gorton 5

Powder Room 1st 1 0.01 16 0.16 0.009 7 0.063 0.223 0.07 Gorton 5 Gorton 5 Gorton 4

Butler’s Pantry 1st 1 0.01 15 0.15 0.025 10 0.25 0.4 0.13 Setting 5  
Dole 1A 
(varivent)

Gorton 5 Gorton 4

First BR 2nd 1.25 0.01 3.5 0.035 0.025 36 0.9 0.935 0.31  Gorton 5 Gorton C Gorton 6

Second BR 2nd 1.25 0.01 3.5 0.035 0.025 24 0.6 0.635 0.21 Gorton 6 Gorton 6 Gorton 5

3rd BR 2nd 1.25 0.01 3.5 0.035 0.025 28 0.7 0.735 0.25 Setting 2  
Dole 1A 
varivent

Gorton 6 Gorton 5

2nd Floor Bath 2nd 1 0.01 5.5 0.055 0.025 12 0.3 0.355 0.12 Gorton 6 Gorton 5 Gorton 4

4th BR 2nd 1.25 0.01 16 0.16 0.025 27 0.675 0.835 0.28 Setting 8  
Dole 1A 
varivent

Gorton C Gorton 6

3rd Floor TV Room 3rd 1.25 0.01 5 0.05 0.025 20 0.5 0.55 0.18 Setting 4  
Dole-a-matic 
Super 1933

Gorton 6 Gorton 5

3rd Floor Guest BR 3rd 1.25 0.01 3.5 0.035 0.025 40 1 1.035 0.35 Gorton 5 Gorton C Gorton 6

3rd Floor Bath 3rd 1 0.01 5.5 0.055 0.025 15 0.375 0.43 0.14 Gorton 6 Gorton 5 Gorton 4


