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Service disconnect section

Possible supply side connection?

Distribution section

Utility
transformer

Utility distribution

Possible load side connection?

Possible supply side connection?

Possible supply side connection?

Possible load side connection?

Possible load side connection?

Can We Land?
Means and Methods of PV System 

Utility Interconnection 

Supply side or load side 
connection?  NEC Article 
690.64 allows for both 
supply side (or line side) 
and load side connections 
for utility-interactive PV 
systems. 




