PV Array

Electrical in-ground pull box
Set over gravel bed of French drain
™ Up hill conduit termination must be
lower than conduit to basement.

Back wall of house

1" PVC conduit. buried 18" to top of pipe.
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Array Conduit Detail for Thompson Solar
A. Aragon 10/10/11 None




