[ 1] : Maximum fault current:
; J - going into a combiner breakers from the array is limited to the
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"maximum output of a single string.

-g0ing into a combiner breakers from the combined side of the
circuit 1s the maximum output of the rest of the array and/or the
maximum fault current from a faulted charge controller.




