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NOTE 1 PANEL INFO:

SHARP ND-208U1F

QTY ANB% 208 WATT OUTPUT

ISC = 8.1A, VOC=36.1V

SERIES FUSE RATING: 15A

TOTAL ARRAY OUTPUT: 4,992 WATTS AT STC

NOTE 2 INVERTER INFO:

SMA SB—6000US

6,000 WATTS

UL1741 LISTED

INPUT: 25A MAX

OUTPUT: 240VAC, 25A
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