
Bank 1 divergance in MV High Low

charged to 3.6 and rested 12 hours 11 3.588 3.577

1PM - one hour later 7 3.302 3.295

3PM - 2 hours later 9 3.306 3.297

5PM - 5 hours later 9 3.304 3.295

7PM - 7 hours later 6 3.298 3.292

10PM - 10 hours later 8 3.272 3.264

Stop inverter for the day at 10PM

Start inverter again at noon

3PM - 13 hours later 11 3.255 3.244

6PM PM - 16 hours later 18 3.228 3.210

9PM PM - 19 hours later 18 3.174 3.156

11PM PM - 21 hours later 249 3.102 2.853


